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Ceiling Recessed Light

SURROUND WITH 5/8"
GYPSUM BOARD BOX

RECESSED LIGHTING FIXTURE 
OR HEAT LAMPS

OPEN CELL OR CLOSED
CELL FOAM TO
DESIGN R-VALUE
THICKNESS

NOTES:

1)  INSULATING FOAM MUST BE SEPARATED FROM RECESSED LIGHTS BY 2"
2)  INSULATING FOAM MUST BE SEPARATED FROM FIREPLACE FLUES BY 3"

THERMAL BARRIER
AS REQUIRED BY CODE


